The aim of this study was to determine the efficacy of ozone in water purification processes at the Midvaal Water Company, which uses the hypertrophic Middle Vaal River for source water. It was found that pre-and intermediate ozonation had no significant effect on pH, conductivity, dissolved organic carbon (DOC) and total organic carbon (TOC). Chlorophyll-a, total chlorophyll, spectral absorbance coefficient (SAC 254) and total algal cells were not influenced by pre-ozonation (as desired) but were greatly reduced after intermediate ozonation. The dissolved air flotation step which occurs after preozonation and prior to intermediate ozonation contributed to an average total chlorophyll removal of 74%. The effect of ozonation on the removal of manganese, iron and aluminium could not be determined during this study since these elements were present in relatively low concentrations in the source water. Intermediate ozonation had variable effects on the removal of Cyanophyceae, Dinophyceae, Euglenophyceae and Chlorophyceae, but Chrysophyceae, Bacillariophyceae and Cryptophyceae were greatly reduced after this stage.
Introduction
Water is a scarce resource in South Africa and this situation may very well intensify over time, forcing purification companies to utilise every available water source, even a river, reservoir or wetland with water that looks like pea soup, or one clogged from bank to bank with aquatic plants ( Davies and Day, 1998) . However, due to the efficiency of water treatment processes, water for potable supply need not be of the highest quality (Mason, 1991) ; if a water source of better quality is not available, advanced treatment methods have to be implemented and developed. Potable water with tastes and odours can often be linked to a polluted or eutrophic natural resource and conventional water treatment methods may not effectively remove it. Therefore, it may be necessary to use more advanced water treatment processes in order to produce potable water of an acceptable quality (Pryor and Freeze, 2000) .
Midvaal Water Company ( Fig. 1) is situated on the banks of the Middle Vaal River (26º 48' 1.4" East and 26º 56' 4.5" South) in South Africa and abstracts between 95 and 180 Mℓ of water from the Vaal River per day. It has a capacity to treat 320 Mℓ of water daily. The Middle Vaal Water Management Area is mostly rural, where agriculture, mine de-watering, and the subsequent discharge into the river system, impact on the water quality (Anon, 2008) . Tributaries in the catchment of the Vaal River also contribute to the deteriorating water quality of the Middle Vaal system (Anon., 2008) by introducing various pollutants into the system at times.
The production of drinking water from natural water necessitates the removal of numerous compounds present, mainly inorganic species, humic substances and pollutants (Camel and Bermond, 1998) . Ozone, a potent germicide, is also used as an oxidising agent for the destruction of organic compounds producing taste and odours in drinking water, for the destruction of organic colouring matter and for the oxidation of reduced iron or manganese salts to insoluble oxides (Eaton et al., 1995) . 
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Due to its high oxidation potential ozone has been widely applied to water treatment. Midvaal Water Company has two U-tube reactors for intermediate ozonation (Fig. 1, No. 4) and also has a radial diffuser in the pre-ozonation reactor (Fig. 1 . No. 2) in order to transfer the ozone gas into the source water. Since 1985 Midvaal Water Company has used pre-ozone in its treatment processes to remove high concentrations of manganese and iron (Anon., 2006) from the source water. The quality of the source water has changed over time and lower concentrations of manganese and iron are now present, but the source water has became more saline, with an increase in organic matter and algae. Therefore, a dissolved air flotation (DAF) plant was commissioned in 1998 ( Fig. 1. No. 3), to remove content such as algae and organic matter that settle less readily (Anon., 2006) . The initial pre-ozonation step became an intermediate step and in 2007 the existing ozonation plant was upgraded with the construction of a new pre-ozone reactor. The effect of DAF and ozonation on the turbidity and total chlorophyll of the final water can be seen in Figs. 2 and 3 .
A pressure swing adsorption (PSA) system was also installed to produce oxygen for the ozone generators. Pressure swing adsorption is a process whereby a special molecular sieve is used under pressure to selectively remove nitrogen, carbon dioxide, water vapour, and hydrocarbons from air, producing an oxygen-rich (80-95% O 2 ) feed gas (USEPA, 1999) . The aim of the pre-ozonation step is to inactivate the algae whilst keeping them intact, resulting in a more effective dissolved air flotation step.
The aim of this study was to determine the efficacy of ozonation in the water purification processes at Midvaal Water Company.
Materials and methods
Water samples were collected weekly for a 1-year period (October 2007 to September 2008 , from the source water and after the water had been treated with an average of 2.4 mg•ℓ -1 ozone for 4 min (intermediate ozonation). The pre-ozonation step was implemented only during the latter part of the study and water samples were collected weekly for the last 4 months of the study after the source water had been pre-ozonated with 1.3 mg•ℓ -1 ozone for 2 min. Standard methods, some of which were accredited by the South African National Accreditation System (SANAS), were used to determine the pH, conductivity; turbidity (NTU); chlorophyll-a; total chlorophyll (chlorophyll-a and phaeophytin-a); dissolved organic carbon (DOC); total organic carbon (TOC); manganese (Mn), iron (Fe) and aluminium (Al), as well as Spectral Absorbance Coefficient (SAC 254) at Midvaal Water Company Scientific Services. Methylisoborneol (MIB) and geosmin analyses were done at Rand Water using the Purge and Trap system coupled to GC-MS.
Phytoplankton identification and enumeration were done according to the sedimentation technique using gravity as described by Swanepoel et al. (2008) .
Due to the financial implications it was not expedient for the company to obtain multiple replications of a specific variable at each time interval for this case study. In some instances, problems with the infrastructure resulted in missing values at certain time intervals. Due to this fact, and the time-dependent nature of the data, statistical inference and other analyses such as principle component analyses were not an option. Therefore, effect sizes (Ellis and Steyn, 2003) , instead of the usual p-values, were used to determine the importance of a specific measured variable. The effect size is independent of the sample size and is a measure of practical significance. Practical significance can be understood as a large enough difference to have an effect in practice (Ellis and Steyn, 2003) .
Results and discussion
The ecological state of the source water (Table 1) compared favourably with trends identified in other studies, such as those of Pieterse and Janse van Vuuren (1997), Kruskopf (2002) and Carrim (2006) , and no shift in environmental variables over time was detected. The target water quality objectives for the Middle Vaal catchment (DWAF, 2006) indicated that the concentrations of variables such as iron, manganese, nitrate and nitrite, orthophosphate, chloride, sodium, sulphate, faecal coliform bacteria, magnesium, aluminium, ammonia and fluoride were either ideal or acceptable, except for pH and conductivity which were unacceptable and tolerable, respectively. The high pH was ascribed to the excessive algal productivity associated with hypertrophic water systems and the high conductivity was a result of the limited rainfall (average of 58.25 mm for the study period) in this region together with increased salinisation of the system. During the study period, Chlorophyceae and Bacillariophyceae were the dominant algal classes in the source water and included genera such as Desmodesmus, Scenedesmus, Pediastrum, Monoraphidium, Aulacoseira, Cyclotella and Melosira. 51 Table 2 gives a summary of the influence of pre-and intermediate ozonation on the different variables measured during the study period. Table 3 gives the average percentage removal of a variable from the water after intermediate ozonation.
The overall influence of intermediate ozonation on pH and conductivity was insignificant. Mamba et al. (2009) monitored the natural organic matter and disinfection byproducts at different stages in Midvaal treatment plant and found that the pH increased from 8.85 (source water) to 8.92 after ozonation and that the conductivity also increased from 665 µS (source water) to 735 µS. This increase can be associated with the addition of coagulants like ferric chloride and aluminium sulphate during coagulation as well as chlorine during chlorination (Mamba et al., 2009 ). This study also found a slight increase in the average pH from 8.63 (source water) to 8.74 after ozonation as well as in the conductivity, which increased from 87 mS•m −1 (source water) to 88 mS•m −1 after ozonation. An extremely high turbidity of 48 NTU was measured in February 2008, which can be attributed to work done on the infrastructure of the plant, a testing error, environmental conditions upstream or sudden rainfall. However, intermediate ozonation had a considerable influence on turbidity, with an average removal of 43%. Mamba et al. (2009) also observed a decrease in turbidity, from 0.36 NTU in the source water to 0.12 NTU after ozonation.
Intermediate ozonation had variable influences on DOC and TOC (Table 3) Iron, manganese and aluminium were present in such low concentrations in the source water during the study period that they were below the method detection limit, and the influence of intermediate ozonation on the removal of these elements had variable results ( Ozone proved to be effective in reducing UV absorbance (254 nm), as SAC 254 was reduced after intermediate ozonation for each month of the study period. The average removal of SAC 254 was 37% for the study period. The DAF process contributed to this since it had a major impact on the chlorophyll concentrations (Fig. 4) which are closely related to SAC 254. Figure 4 indicates that the largest total chlorophyll removal was achieved with the DAF process prior to intermediate ozonation and Fig. 5 shows that the total chlorophyll concentration of the source water after it has been treated with ozone was constantly lower than the total chlorophyll concentration of the source water. In January 2008 the Cyanophyta (11 904 cells•mℓ ). The total algal cell count was constantly reduced after the ozonation process (Fig. 6) in the source water to 333 µg•ℓ -1 after ozonation, even though the Cyanophyceae which dominated in the source water at the time were greatly reduced after intermediate ozonation. These unexpected results can be the result of a waste stream with extremely high algal counts that enters the water purification process at the DAF stage for recycling purposes. Conflicting results have been reported in the removal of taste and odours by ozonation (Geldenhuys et al., 2000) . Pryor and Freeze (2000) achieved removal of geosmin and (MIB) in excess of 70% at ozone to DOC ratios of between 0.5 and 1.5, which may explain why MIB was not removed at Midvaal during the study period as the ozone to DOC ratio was 2.6.
Visser (1996) concluded that different algal species or morphological groups required different treatment conditions to be successfully removed during water purification; thus, the filtration processes at Midvaal Water Company are as important as any other stage in the water purification process for removing the remaining algal cells. The study at Midvaal demonstrated the crucial role of the DAF process in the overall success of the plant, by removing a great number of algal cells intact. Tables 4 and 5 give the effect sizes of the different parameters and algal classes, respectively, confirming that ozone had the biggest influence on SAC 254 and was effective in removing the Bacillariophyceae.
Pre-oxidation leads to the elimination of mineral compounds, colour, turbidity, suspended solids, tastes and odours and, in addition, this step partly degrades natural organic matter and inactivates micro-organisms; finally, this treatment generally enhances the coagulation-flocculation-decantation step (Camel and Bermond, 1998) . Pre-ozonation did not have an effect on the chlorophyll concentrations of the source water as was both desired and expected. The influence of pre-ozonation on the water purification process at Midvaal Water Company, including the DAF process, could not successfully be investigated during this study as the duration of the study period was insufficient. This aspect of the water purification process at Midvaal Water Company requires further study and investigation over a longer period, especially since other studies have indicated conflicting results about the effect of pre-ozonation on coagulation and flocculation (Pryor and Freeze, 2000) .
A survey on ozone use in the South African water industry showed that ozone use locally is growing rapidly, especially as a pre-oxidant in the pre-treatment and intermediate stages of the water treatment process chain (Rajagopaul et al., 2008) . However, there are conflicting reports on the influence of ozone on water quality and these must be examined before the decision is made to install an ozone plant as part of a treatment process (Carrim, 2006) . The cost-effective operation of the ozonation process depends on 4 factors: ozone production, ozone dose, ozone contacting and ozone destruction (Rajagopaul et al., 2008) . The effect of ozonation on coagulation and flocculation as well as the organic material need to be investigated thoroughly. The point of ozone application in the current water purification process should be determined as well as the optimum dosage, together with an accurate cost-benefit analysis of the ozonation process in order to ensure well-informed decision making. Utilities use ozone to achieve multiple water quality benefits, however, by-product formation (e.g., bromate) frequently controls process decisions such as location of ozonation system, pH depression, ammonia addition, ozone dose and hydrogen peroxide addition (Westerhoff et al., 2006) . Process controllers should then be trained in the health and safety aspects of ozonation and also be provided with a complete operation manual. It is recommended that operations and maintenance personnel are adequately trained in the optimisation of the ozone plant and in troubleshooting ozone process problems (Rajagopaul et al., 2008) .
Conclusion
The Middle Vaal River was determined to be hypertrophic, with Chlorophyceae and Bacillariophyceae as dominating algal classes. Intermediate ozonation either reduced or had a variable influence on the physical and chemical characteristics of the water as well as algal species composition, but, together with the dissolved air flotation, was shown to be a crucial step in the water purification process at Midvaal Water Company.
Pre-ozonation did not have an influence on the chlorophyll concentrations of the source water as was both desired and expected but the limited study period justifies further investigation into the effects of this treatment step on the water purification process at Midvaal Water Company. It should be continuously optimised according to the quality of the source water to ensure an optimised DAF process. During Oscillatoria blooms the ozone dosage should be adjusted in order to reduce or eliminate taste and odours in the final drinking water. Granular activated carbon (GAC) may also be used additionally to remove hydrophobic micro-pollutants such as MIB that cannot be oxidised by ozone (Sánchez-Polo et al., 2006) .
Hunter (2003) concluded in his study that, because of climate change, there may be an increase in the number of cyanobacterial blooms, due to a combination of increased nutrient concentrations and water temperature. Increased cyanobacterial blooms will make water treatment plants such as Midvaal Water Company even more reliant on their ozonation processes; however, since Rapala et al., (2002) found that ozonation and chlorination had little effect on the endotoxin concentrations associated with cyanobacteria, this creates the need for innovative thinking and investigation in the never-ending pursuit of the goal of providing the people of South Africa with safe and healthy drinking water. 
